On-Line Training: June 2010
APSA SPCC Plan Preparation & Compliance for Tier I Qualified Facilities Page 1
Module ITT

How to Prepare Your Own

SPCC Plan:
A Step-by-Step Guide for
Tier 1 Qualified Facilities

Using the US EPA Tier | SPCC Template

MODULE lI

Facility Description, Plan Review,

Amendments, Oil Storage List
(17 slides + quiz)
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€ Facility address,

etc.
g Self-certification
Statement > e

£ Management needs to
read & understand the
certification elements!
% This is alegal
certification
4 The certification
statements continue on
Page 2 y
Who should sign the certification (on the next page)? Senior management
level with authority to implement the Plan & commit necessary resources.
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Page 1 Certification Detail ®»

1. Self-Certification Statement (§112.6(a)1))
The owner or operates of a facilty certifies that each of the following is true in order o Ltilize Bs termplate to comply
with the SPCC requirements

I certify that the following is accurate:
1'am familiar with the appiicable requirements of 40 CFR part 112
| have visited and examined the facility,
This Plan was prepared in accordance with accepted and sound industry practices and standards.
Procedures for requined inspections and testing have been established in accordance with industry inspection
and testing standards of recommended practioes;
| will fully irrglement the: Plan
This facity meets the followng qualificabon critenia (under §112 3(g)(1)):

a. The aggregate aboveground oil storage capacity of the faciity is 10,000 U.S. galions or less; and

b. The facility has had no single dschange as described in §112.1(b) exceeding 1,000 LS. gallons and no
two discharges as descnbed in §112 1(b) each exceeding 42 LS. gallons within any twelve month period
in the three years prior to the SPCC Fan self-certification date, or since becoming subject to 40 CFR part
112 if the facity has been in operation for kess than three years (not including oil discharges as described
in §112 1(b) that are the result of natural disasters, acts of war, of termorism, and
There is no individual ol storage container at the facility with an aboveground capacity greater than 5 000
U8, gallors.
This Plan does not deviate from any requirement of 40 CFR part 112 as allowed by §112 7(a)(2) (environmenrtal
egquivalence) and §112 7(d) (impracticability of secondary containment) or include any measures pursuant fo
§112.9(c)(6) for produced water containers and any associated piping
This Plan and individual(s) respongible for implementing this Plan have the full approval of managemert and |
nave committed the necessary rescurces 1o huly implement this Plan
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B Certification sTa'I'emem_'_*
continued from Page 1

8 Five year Plan
review

£ Also: Five Year
Review Log in
Attachment 1.1

€ 6-1: Techni

ical
amendment /

% Also: Technical
Amendment Log in
Attachment 1.2
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Page 2 Certification Detail

8 The '40 CFR 109’ Contingency Plan likely not required

Ver, 1-Lpdk3- 181

| also understand my other obligations relating to the storage of oif/at this faciity, including, among others
1. To report any oil dscharge to navigable waters or adjning shorelines to the appropriate authorities. Notification
nformation is inchuded in this Plan
2 Toreview and amend this Plan whenever there is f/material change at the faciity that afects the patential for an
oil discharge, and at least once every five years. fleviews and amendments ane recorded in an attached log [See
Five Year Review Log and Techrical Amerdimel Log in Aftachments 1.1 and 1.2
T Oponal Use of @ conlingency pan. A Cortngency par.
8 May be used in lieu of secondary containment for qualfied oil-filed operational equipment, in accordance
with the requirements under §112 7{k], and,
b Must be prepared for iawlines andfor mtra-faciity gathering Enes which do not have secondary
containment at an oil pfomchon facildy, and
Must include an 1 inspection of program; must follow the provisions|
of 40 CFR part 10%; and must include a written commitment of manpower, equipment and matenials o
expediiously remove any quantity of oil discharged that mary be harmful. If applcable, a copy of the
conmgerc.-’ plan and any addibonal documentation will be attached to this Flan as Attachment 2
X TTiave SALETed o FEGUINETTIETE 10 PTEPare Brd ITpnerer & FIan uncer ET E A e
under § 12 sla| | certify that the infarmation cantained in this Plan is true

o

Signature Title:

Mame Date ]

@ towl Recall: Senior facility management should be the signatory. ‘ 2

Page 2 Plan Review & Amendment &
Detail

Il. Record of Plan Review and Ar
Five Year Review (§112.5(b)):

Compite a teview and evaluation of this SPCC Plan AL ast ance every [ve years, A5 & fesult of the review, amend this Pan
within six months to include more eff p tion and m-ol the tacility, if applicable. Implemnent any SPCC Plan
arnerdrent 85 Soon s TS TR TS g Plan amendment. Docurnert completion of the review and
evaluation, D the faciity na kenges meets Tier | qualified Facikty ebgibilty, the
ovines o Cperiior A TR TTaciity requirements, of comphete a full PE certified Plan
I @), (<] _

This SPCC Plan will be amended when there i a change in the facility design, construction, operation, or O

maintenance that materially affects the potential for a discharge to navigable waters or adjoining shorelines.

Examples include adding or remaving containers, reconstruction, replacement, or installation of piping

systems, changes to secondary containment systems, changes in product stored at this facility, or revisions to

| —
| Section |l |

| standard operating procedures. | |
Any technacal am — ‘with Section | of this Plan template.
| 15112 6} [See Technical Amendment Log in Attachment 1.2] Q

€ Text boxes (& 'Tables') state the rule

requirements

% And reference any required records (and/or
attachments)
% Check boxes are your affirmation of compllance\
Ol oo o i i b ezl e St
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ATTACHMMENT 1 - Fiva Yaur Rrviem an Tachrical Aevareimand Loga

ARG 11 o e

Tl 1 b i S P Py

g Attachment 1.1; 6-13:

Five Year Review Log E j

% Don’t need to wait five 5 :
years to review the Plan . .

% Should review your
facility, tanks, ‘ '
equipment, operations, - -
inspection results, = =
procedures, compliance o a
program, etc. ... in o a
addition to the Plan o =
document itself o 5

% Should keep notes of 5 5
results of the reviews

How to Prepare Your Own SPCC Plan: Modt
" - s e 7ol
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G-13) Five Year Review Log Detail

Page 13 (Attachment 1.1; Table ®

Ver, 1-Lpd#3-18-10
ATTACHMENT 1 - Five Year Review and Technical Amendment Logs

| ATTACHMENT 1.1 - Five Year Review Log |

have comgletnd & review and svalaton of the SPCC Plan for this facilty, and wilsil not amend ths Plan a5 & resut

rabie G135 Favi —— — =

Name and signature of person authonzed to review this
.| Plan

Review Date Flan Amendment
Will Amend VWil Mot Ames

[m] [m]

o O

Who can sign the review? Can be anyone who was authorized
by facility management to review the Plan.

[m] [m]

8 Recommended: A separate set of notes detailing the
review and the results of the reviews

How to Prepare Your Own SPCC Plan: Module lil P L ——
i n jliies L2010 ¥

Page 14

g Attachment 1.2;
G-15: Technical
Amendment Log

£ Must be used for
‘technical
amendments’
+4Refer to the Table G-1
Technical Amendment
criteria on Page 2
% Should also log
any administrative

(non-technical) More detail on Technical
amendments Amendments and this Log

omi ext...
How fo Prepare Your Own SPCC Plan: coming up next
Quline Course for Tier | Qualified Facllies P
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Technical Changes

8 40 CFR 112.5(a) requires the SPCC Plan be
amended for any changes in:
Design Construction Operation Maintenance
% ...that “materially affects the potential for oil
discharge into navigable waters”
% These are known as ‘technical’ changes or
amendments
€ The Plan must be amended within 6 months
of the occurrence of the change
% Including facility review & recertification & documentation
€ Actual amendment/change must be
implemented ASAP

2 But no later than 6 months after amendment

How to Prepare Your Own SPCC Plan: Module lll R
I I iliies. Sle i 1082010 =

Technical Change Examples

€ Addition or removal of tanks or containers

£ You have flexibility with portable containers if you
write your Plan with this flexibility in mind (more info shortly)

8 Replacement, reconstruction, or relocation
of tanks & containers
4+Again — flexibility for portable tanks & containers (more shortly)
& Reconstruction, replacement, or installation
of piping systems
€ Construction or demolition that might alter
secondary containment structures

g Significant change in type of petroleum stored/used

2 If it could impact navigable water discharge threat

How to Prepare Your Own SPCC Plan: Module lil [ L —
i n jliies Slidn 11 0422 b/uid;_Ane 2010 =

Loss of Tier | Qualified Facility Eligibility Due to Technical
Changes? A Reminder

€ Tier I eligibility is lost if facility increases
single individual container oil storage capacity
to over 5,000 gallons
% Amend your Plan immediately to reflect current
conditions ... then have a full/‘regular’ self-
certified SPCC Plan completed within 6 months
4 There is a California-developed SPCC Plan Template for Tier 11
Qualified Facilities
* More extensive requirements than for Tier I Qualified Facilities

g If total facility oil storage capacity increases
to over 10,000 gallons:

% Amend template immediately...and have a full/
‘regular’ PE reviewed & certified Plan within 6 mo.

How to Prepare Your Own SPCC Plan: Module lll A e —
Quline Course for Tier | Qualified Facllifies, Sl Aa2010 %
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Page 14 (Attachment 1.2; Table G-15)
Technical Amendment Log Detail ©

€ Must recertify entire Plan (new Page 1 & 2)
and all technical amendments
% Plus sign this page.

MName and signature of person cenifying this
technical amendment

This Log must be signed by the management person/level who
first certified (and/or is recertifying) the entire Plan

Section Il | ¥ ST E e g s
Page 3 ® e -

B 6-2: List of tanks,

containers, equipment
& oil type @—

+ Note: Must list all oil types,
not just petroleum

% And instructions/
clarifications for the table

€ 6-3: Description of
requirements for
secondary containment
& oil spill controls
2 And compliance \ )
affirmation

£ Will be covered in
course Module IV

How to Prepare Your Own SPCC Plan: Mc
i n jliies Slde]

Page 3 List of Oil Storage Container

H M. Plan R ement:
DeTG | I ‘\i) 1. 0d sn;?mcw;:wuinn[-vx-u
Table G-2 0@
€ Include
2 Tanks
% Containers
+ Including Example on next slide (also on downloadable
drums & IBCs Template Sample pages (see DEH web page))
2 Qil filled
equipment T Abregrind Siings CapeKy
4 Hydraulic ey b 4 g Copacy
systems

4 Heat transfer
systems, etc.

£ USTs
8 Flexibility!
= Without exceeding your 10,000 gal. Qualified Facility limit:
Estimate max. number of containers and anticipated total capacity
Oil types: general type of oil... not specific grades or brands

How to Prepare Your Own SPCC Plan: Module lll [
Quline Course for Tier | Qualified Facllifies, Sl Aa2010 = s
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NI Plan Requirements
1. Oil Storage Containers (§112.7(a)(3Ni):

T TLEarr e

This sample page is downloadable from the
DEH APSA webpage

il Storage Container [indcate whalfer
shaoveground [A) or complelely buried (B))
Fuel tank (# T-1) A
Fuel tark (# T-2) A
[Lube ol tank (8 73 A

Lube oil tank (# T-4) A

Hydraulc presses

Hazardous washe lock

Suggestion: Add a
‘tank ID #' and attach
to your Plan a simple

Thes table includes a complete bt of all ol storage cortainers (sboveground contaners” and completely bured | |
tanks") with capacity of 55 LIS, gallens or mare, unless atherwise exempt from the rule, For mobile/portable
| containers, an esSmated number of containers, types of oil, and artcipated capacities are provided

Sample for Class

facility diagram Total Aboveground Storage Capacity© & 508

galions
Tatal Completely Buried Storage Capacity galions.
Facllity Total Oll Storage Capacity £ 235 galians

How * Abcwegrownd storage containers Bhat must be inchuded when caloulating 1otal faciity o storage ©
Ol L snmagtin g Sitiar il fiind anu

Typa of Ol Shall Capacity {galions)
2,000
1,500
50

Build flexibility
into Plan by using
the anticipated
maximum number

June 2010
Page 6

oty inchude: tanks and mabde of
p—

Suggestion Related to Table G-2
ist of Tanks/Containers

€ Create a simple
facility diagram
2 A suggestion —not a

requirement for Tier |
Qualified Facilities

% Identify the location
of the tanks, container
areas, equipment or
equipment areas you
list in Table G-2

4 Using the ID code you
assigned to each
4Can use general area for

portable containers
How to Prepars Your Own SP'_::C Plunf o Modu
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